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UNLESS OTHERWISE NOTED:

DIMENSIONS ARE IN INCHES

TOLERANCES ON

FRACTIONS          1/4

(2) PLACE DEC.    .01

(3) PLACE DEC.    .005

ANGLES                2 DEG.

SURFACE FINISH 

250 MICRO-INCHES
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CONDENSING HYDRONIC BOILER

AIR REMOVAL

EXPANSION TANK
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SYSTEM PUMP

 

HEATING HOT 

WATER SUPPLY
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WATER RETURN
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THIS IS A TYPICAL ARRANGEMENT FOR REFERENCE PURPOSES

ONLY. ACTUAL INSTALLATIONS MAY REQUIRE ADDITIONAL 

COMPONENTS WHICH ARE NOT SHOWN FOR CLARITY.

 

THIS DRAWING IS NOT FOR CONSTRUCTION PURPOSES.

 

REFER TO THE INSTALLATION AND OPERATION MANUALS FOR

INFORMATION REGARDING CLEARANCES AND INSTALLATION 

REQUIREMENTS.


