COOLING KIT VARIANT
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SIGHTGLASS AND
PRESSURE GAUGE VARIANT E

BILL OF MATERIAL
ITEM PART NUMBER DESCRIPTION QTY |U.O.M. VARIANT

1 2-30-000123 50 - 400 F THERMOMETER 1/2" NPT 1 EA.

2

3 2-35-000308 3/4" 3000# PLUG 2 EA. NO COOLING KIT

4 2-35-000311 11/2" 3000# PLUG 1 EA.

5 4-50-290075 3/4" SELF-ACTUATED COOLING KIT 1 EA. COOLING KIT

6

7 7-50-000010 F-75 BLOWDOWN TANK (75 PSIG) 1 EA.

CUSTOMER CONNECTIONS
ITEM DESCRIPTION SIZE TYPE

A INLET 2" N.P.T.
B OUTLET 3" N.P.T.
C COLD WATER INLET 3/4" N.P.T.
D TEMPERATURE SENSOR 3/4" N.P.T.
E DRAIN (PLUGGED) 11/2" N.P.T.
F VENT 4" N.P.T.
G SIGHTGLASS (2X) 1/2" N.P.T.
H PRESSURE GAUGE 1/2" N.P.T.

44 [1117.6]
] ] 31[787.4] 1] H ] ]
- — 29 [736.6] - — —
= = “fr:\
14 [355.6] °
REAR VIEW LEFT SIDE VIEW FRONT VIEW
ISOMETRIC VIEW
NOTES:
1. VESSEL BUILT IN ACCORDANCE WITH ASME SECTION VIII
DIV I.
2. MAXIMUM EVAPORATIVE CAPACITY TO BE USED WITH THIS
VESSEL IS 2760 LB./HR. STEAM.
3. ALL DIMENSIONS ARE FOR REFERENCE ONLY.
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BILL OF MATERIAL
ITEM PART NUMBER DESCRIPTION QTY U.0.M. BILL OF MATERIAL
6 4-55-000101 SIGHT GLASS & PRESSURE GAUGE BLOWDOWN 1 EA. ITEM PART NUMBER DESCRIPTION QY | UOM.
TRIM 5 4-50-290075 3/4" SELF-ACTUATED COOLING KIT 1 EA.
COOLING KIT VARIANT
SIGHTGLASS AND PRESSURE GAUGE VARIANT
BILL OF MATERIAL BILL OF MATERIAL
ITEM PART NUMBER DESCRIPTION QTY U.0.M. ITEM PART NUMBER DESCRIPTION QTY U.0.M.
2 2-35-000307 1/2" 3000# PLUG 3 EA. 3 2-35-000308 3/4" 3000# PLUG 2 EA.
NO SIGHTGLASS AND PRESSURE GAUGE VARIANT
NO COOLING KIT VARIANT
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